
 

 
KITTITAS COUNTY COMMUNITY DEVELOPMENT SERVICES 

INSPECTION REPORT 
 

 

PERMIT NUMBER:             OWNER’S NAME:  
 

DATE:              TYPE:  
 

TIME STARTED:             INSPECTOR:   
 
MAP NUMBER: 
   

   

   

   

   

   

   

   

   

   

   

   

   

   
 

INSTRUCTIONS:   

 
 

NEXT INSPECTION: 
 

RE‐INSPECTION FEE DUE?                         NO                     YES                                         $ __________________ 

IF REQUIRED, RE‐INSPECTION FEES MUST BE PAID PRIOR TO SCHEDULING A RE‐INSPECTION 

QUESTIONS? PLEASE CONTACT THE INSPECTOR AT THE FOLLOWING E‐MAIL 

ADDRESS:______________________________________ @co.kittitas.wa.us 

INSPECTION REQUEST LINE: 509‐962‐7694 
http://www.co.kittitas.wa.us/cds/building/inspection‐request.aspx 

411 N. Ruby Street, Suite 2, Ellensburg, WA 98926    Main Office Line: 509‐962‐7506 

4/21/2017

Jessica Contratto12:08 PM

✔

PLUE

1. Gas must be at 15# minimum for test
2. Gastite must be sleeved in conduit 1/2" diameter larget than CSST and sealed
watertight where penetrating a masonry wall
3. Clearances need to be approved on new fireplace install. Provide manual

Complete above

Gas piping

Re-inspect
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